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A. Thefollowing changes are hereby made to the RFP SP0600-00-R-0091.

1. Section J, Attachments J2, J3, J5, J6, J8, J9, J11, and J12, water and wastewater
utility specific attachments are hereby modified to the following language under
paragraph 11, Government Recognized System Deficiencies:

“Renewa and Replacement projects will be recovered through Sub-CLIN AB.”

2. Section J, Attachment J10, Burlington IAP, Electrica Didribution System, is
hereby modified for the following additionsin bold:

J10.2.1.2 Inventory
Table 1 provides a genera listing of the mgjor electric distribution system fixed assets for
the Burlington IAP (ANG) dectric distribution system included in the sdle.

TABLE 1
Fixed Inventory
Electric Distribution System Burlington IAP (ANG)

Item Size Quantity Unit Approximate Y ear of
Construction

1 Phase QOil filled (8'x8'x8’ 50 2 EA 1985
concr ete pit)

J10.3 Specific Service Requirements

Government reservestheright to provide power to the base electrical
distribution system during periods of extended power outages or during
quarterly disaster preparedness/readiness exercises. To accomplish thisthe
government will install an isolation switch near the main substation in order to
connect a government owned gener ator.

J10.5.2 Required New Secondary Meters

The Contractor shall install and calibrate new secondary meters aslisted in Table 6. New
secondary meters shall be installed IAW Paragraph C.13, Trangition Plan. After
installation, the Contractor shal maintain and read these meters |AW Paragraphs C.3 and
J10.6 below.
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Table 6
New Secondary Meters
Electric Distribution System Burlington AP (ANG)
Meter Location Meter Description
Install meters on each of four lift stations 3 Phase, Kilowatt Hour

(adjacent to existing Fire Station Facility 60,
adjacent to existing Hydrazine Facility 332,
Facility 2855 Main Pump Lift Station,
Facility 2856 Munitions Lift Station)

J10.11 Government Recognized System Deficiencies

TABLE 8
System Deficiencies
Electric Distribution System Burlington IAP (ANG)

Project Location Project Description

Bldg 310, Dining Verify theintegrity of and repair (asnecessary) three splices made (when the
Hall/Clinic linewasoriginally installed in 1995) in the 4,160 kVA linelocated in a
manhole across from building 310.

Section J, Attachment J11, Burlington IAP, Water Didtribution System, is hereby
modified for the following additionsin bold:

J11.11 Government Recognized System Deficiencies

TABLE8
System Deficiencies
Water Distribution System BURLINGTON IAP (ANG)

Project Location Project Description

North of Bldg 40 Replace 400 linear feet of 8" transite water pipewith 8" ductile pipe.
Approximate pipe depth is5.5 feet. Pipebeginsat the corner of NCO Drive
near the Gate House and endsin the meter pit located 400 feet to the
northeast.
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Section J, Attachment J12, Burlington IAP, Wastewater Collection, is hereby
modified for the following additions in bold:

J12.2.1.2 Inventory
Table 1 provides a general listing of the major wastewater collection system fixed assets
for the BURLINGTON IAP (ANG) wastewater collection system included in the sale.

TABLE 1
Fixed Inventory
Wastewater Utility System BURLINGTON IAP (ANG)

Item Size(in.) Quantity Unit Approximate Year of Construction

Secondary Meter, M agnaflow, 1 EA 1973
Inlet/Outlet diameter 6”, 200 gpm

Notes:

PV C = Polyvinyl Chloride

LF = Linear Feet

EA = Each

Gpm = Gallons per Minute

J12.5 Secondary Metering

TABLES

Existing Secondary Meters
Wastewater Collection System Burlington | AP (ANG)

Meter Location Meter Description

In the manhole adjacent to thelift station 3 Phase, Kilowatt Hour

J12.10 Specific Trangtion Requirements

IAW Paragraph C.13, Transition Plan, Table 6 provides alisting of service connections
and disconnections required upon transfer.

TABLE 6
Service Connections and Disconnections
Wastewater Collection System BURLINGTON IAP (ANG)

Location Description

Manholeadjacentto Repair existing secondary wastewater meter
lift station
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J12.11 Government Recognized System Deficiencies
TABLE 7
System Deficiencies
Wastewater Collection System BURLINGTON IAP (ANG)
Project Location Project Description
Bldg 319 (EOD Replace 200 feet of 4” PVC wastewater pipe which connects Bldg-319to a

Bldg) manhole approximately 200 feet away



